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INSTALL WATERMAIN PLUGS WITH STAND PIPE AND BALL VALVES.
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NOTE: ALL STANDPIPES MUST BE GALVANIZED PIPE. BLACK IRON IS NOT PERMITTED.
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CONTRACTOR TO SUPPLY & INSTALL STAND PIPE WITH ALL NECESSARY FITTINGS AND HOSES TO SAFELY DISCHARGE WATER W/O PROPERTY DAMAGE.
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